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                        August 26, 2011 
           
To:   Regional Managers/Regional Engineers  

Fr:   Richard Schmedes, EMT - Systems Manager 

 Ken Jong, EMT - Engineering Manager 

Re:    Notice to Designers (NTD) No. 4- System Facility Guidance Memo – Traction Power Supply 
System (TPS), Communication System (COM), and Train Control (TC) related Drawings to be 
developed by the Regional Consultants at 30% Design Submission Level  

 
Purpose: 
This memorandum provides guidance for the types of drawings and level of detail required on the 
Systems related drawings to be produced by the Regional Consultants at the 30% level.   
The submittals by each regional consultant should include site specific drawings for each wayside system 
facility. The drawings will be needed for sites identified for Traction Power Facilities (traction power 
substation and associated power utility switching stations, switching stations, and paralleling stations), 
Communications Standalone Radio facilities, and Train Control facilities including wayside power control 
cubicles planned in the section under their jurisdiction. These drawings are required to show details 
including: 

 site plan 
 grading and paving plan and retaining wall details as applicable 
 road access and parking 
 composite utility relocation plan 
 ductbank and/or overhead feeder connections (where applicable) from the power supply utility 

network to the utility switching station and  the traction power substation 
 ductbank and/or overhead feeder connections from the System facilities to the railroad ROW for 

track located on ground, on aerial structures, in trenches, and in tunnels.  
 
Reference Set of Drawings: 
A set of six reference drawings has been prepared to provide guidance to the regional consultants about 
the level of detail to be presented in their drawings and also for maintaining uniformity in the design 
submissions amongst different regional consultants.  
 
This set includes: 
 A typical system key plan, 
 A typical site plan for system facilities,  
 A typical grading and paving plan, 
 Retaining wall – elevation, 
 A typical utility relocation plan, 
 An extract from a typical utility assessment summary for a site, 

 
Please note the attached drawings are only intended for 30% guidance purposes, refer to TM 3.1.1.3, TM 
3.1.5.3, TM 3.3.2, and TM 3.4.2 respective for specific design criteria. 
 
The typical key plan, showing exclusively systems facility sites, has been included as a drawing. The 
provisioning of a similar key plan in the regional consultants’ submission will facilitate understanding of 
the design and expeditious review of the facility spacing. This key plan should be produced at an 
appropriate scale that clearly shows the details within combined system facilities.  If multiple alignments 
are being considered the RC should provide a different key plan for each alternative. 
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Direction to Regional Teams:  
The set of these six reference drawings is attached for forwarding to the regional consultants for their 
guidance.  These drawings do not pertain to one particular system facility; rather, these pertain to all 
systems facilities. They are representative of the types of drawings and not the design of a single site, 
and hence do not contain all the possible design drawings for the site preparation for a system facility. 
The requirement of each site will may be different and the Regional Consultant shall provide the 
appropriate drawings and level of details for the 30% design package.   
 














